Abstract -In order to design evaporators for the CO2 thermal systems effectively, it is essential to understand the fundamentals and mechanisms of flow boiling heat transfer, flow patterns and two-phase flow characteristics of CO2 inside horizontal tubes including both the macro-and micro-channels. The proper prediction models for CO2 flow boiling heat transfer should be relevant to the physical mechanisms and corresponding flow patterns. This paper presents a comprehensive review of flow boiling heat transfer and two-phase flow of CO2 characteristics and their prediction methods. First, the review addresses the extensive experimental studies on flow boiling heat transfer and two-phase flow in macro-channels and micro-channels. Then, The studies of CO2 two-phase flow patterns are summarized. Furthermore, the effects of oil on the flow boiling heat transfer and two-phase pressure drops are analyzed. The generalized mechanistic models for flow boiling heat transfer and two-phase pressure drops of CO2 and a new flow pattern map specially for CO2, which cover both macro-and micro-channels developed by Cheng et al. are presented and compared to the experimental data in the literature. It has been proved that the models and flow maps favorably agree with the experimental data. In the application aspect, comparison of simulation results and the experimental data in the real thermal systems are presented.
Introduction
As a natural working fluid, CO2 (R744) has no ozone depletion potential (ODP = 0) and a negligible direct global warming potential (GWP = 1) when used as a refrigerant. It is also an excellent coolant which has potential applications in various engineering applications such as cooling for electronic chips and other high heat flux removal [1] [2] [3] [4] [5] [6] [7] [8] . CO2 has a low critical temperature (Tcr = 31.1C) and a high critical pressure (pcr =7.38 MPa), therefore, CO2 is utilized at much higher operating pressures in air-conditioning and heat pump systems compared to other conventional refrigerants. Furthermore, CO2 has positive attributes as a secondary refrigerant at low temperatures in commercial refrigeration used in supermarkets, shops and large kitchens etc., in indirect and low temperature cascade systems and as a primary refrigerant in all CO2 centralized refrigeration systems. For example, In an ammonia-CO2 secondary loop of an indirect refrigeration system, CO2 evaporation and condensation processes are nearly at the same pressures. In particular, this system does not involve any oil effect for the CO2 secondary loop. The main benefits for using CO2 in indirect system arrangements include the simplicity of the system and the possibility of using components for other refrigerants to build the CO2 circuit. In recent years, other arrangements, such as cascade and multistage systems have been used commercially [3] . Advantages of CO2 cascade systems include greatly reduced low-temperature compressor size, the absence of a liquid pump and fewer stages of heat transfer. Furthermore, two-stage and multistage CO2 centralized refrigerant systems are also used in supermarket refrigeration. These systems are most suitable for cold climates or where heat sinks are available. The operation of such refrigeration systems is mostly in the sub-critical region. If the ambient temperature is higher than the critical temperature, the system will be supercritical and this generally should be connected to another thermal system such as hot water or space heating heat pumps for efficient energy use. Due to its excellent safety characteristics (nonflammable, non-explosive, inexpensive and relatively nontoxic), CO2 is an ideal refrigerant to be used in the refrigerated spaces. Due to the high working pressure, CO2 as a phase change secondary refrigerant has a high volumetric refrigeration capacity, which equates to approximately five times or more 1 4
which is based on the definition of the Laplace constant [15] . Other different definitions are also proposed in the reviews [12, 13, 15] . Obviously, there is no agreement on the definition of a micro-scale channel so far. Figure 1 shows the comparable definitions macro-and micro-scale channels for CO2 according to Kandlikar [9] and the Confinement number Co (Equation 1), which shows the big difference among these criteria. In this chapter, the distinction between macro-and micro-scale channels by the threshold diameter of 3 mm is adopted due to the lack of a well-established theory but is in line with those recommended by Kandlikar [9] and also for the practical use in the CO2 air-conditioning, heat pump and refrigeration systems. Comparison of the definitions of macro-and micro-scale channels for CO2 according to Kandlikar [9] and Confinement number Co [10] .
From a predictive standpoint, many features of the existing flow pattern maps, evaporation heat transfer and two-phase pressure drop correlations require refinement to attain the desired level of accuracy for the design of refrigerant heat evaporators. Therefore, this review paper addresses all the issues related to CO2 two-phase flow boiling heat transfer, frictional pressure drop, flow patterns and evaporation heat transfer without and with oil effect. Emphasis is given to the CO2 two phase flow patterns, evaporation heat transfer and pressure drop models for CO2 evaporation inside horizontal tubes. The future research needs in the CO2 two-phase flow and evaporation heat transfer are identified according to the analysis of the existing studies. Some simulated results are compared to the measured performance in the real thermal systems.
Analysis of Experimental Data of CO2 Evaporation inside Tubes
Thome and Ribatski [1] presented an overall review on two-phase flow and flow boiling of CO2 in macro-and microchannels in 2005. Since then, a number of experimental and modeling work has been conducted. In particular, Cheng et al. [16] [17] [18] [19] did comprehensive literature review on the relevant topics, collected the experimental results from different studies and critically analysed the results in developing new flow pattern map and models for evaporation heat transfer and frictional pressure drops of CO2 inside horizontal tubes. Based on the database setup, Cheng et al. [16, 18, 19] have developed a general flow pattern map covering all flow patterns, flow pattern based evaporation heat transfer and two phase frictional pressure drop models for CO2 evaporating inside horizontal models. Over the past 10 years, these prediction methods for flow patterns, heat transfer coefficients and pressure drops have been proved to be able to favourably capture the experimental data by various researchers. Here we do not do another comprehensive review but present a systematic knowledge on this topic. Behaviours of flow boiling heat transfer, two-phase flow patterns and two-phase pressure drops without oil effect are briefly summarized according to the available studies. The CO2 flow pattern map, flow pattern based flow boiling heat transfer model and phenomenological two-phase frictional pressure drop model are mainly presented.
According to the available studies in the literature, quite different evaporation heat transfer and two-phase flow behaviours of CO2 have been shown for high and low reduced pressures [16] . The evaporation heat transfer and two-phase flow characteristics of CO2 at the saturation temperatures ranging from 0 to 25C show quite different characteristics as compared to those of conventional refrigerants due to the significant differences in physical properties. Generally, CO2 has much higher evaporation heat transfer and much lower pressure drops than other low-pressure refrigerants. One feature is the dominance of the nucleate boiling at low/moderate vapor qualities prior to dryout [20] [21] [22] [23] [24] . Another feature is that the dryout in CO2 flow boiling occurs much earlier (at relatively lower vapor qualities) than conventional refrigerants. Furthermore, the effect of the saturation temperature on the evaporation heat transfer coefficients is noticeable. At higher saturation temperatures, the nucleate boiling is more pronounced and plays an important role at the low vapor quality. It should be pointed out here that the experimental data from the different independent studies show somewhat quite different evaporation heat transfer trends at similar test conditions. Just to show several examples here, two opposite evaporation heat transfer behaviours with the saturation temperature are presented in the studies of Pettersen [20] and Yoon et al. [24] as shown in Fig. 2 . Heat transfer coefficients increase with increasing saturation temperature in the study of Pettersen while they decrease in the study of Yoon et al. The only big difference between the two studies is the diameter of the test channels. Figure 3 shows comparison of the experimental data of Yun et al. [25] for two diameters of 1.53 mm and 1.54 mm at the same test conditions. According to their results, the evaporation heat transfer coefficients can be higher up to 80% with a very little change of hydraulic diameter from 1.53 mm to 1.54 mm at the same test conditions. No explanation why there is such a big difference even was offered in their paper. For another example, the heat transfer data of Hihara [23] at a mass velocity of 360 kg/m 2 s, a saturation temperature of 15 C and a heat flux of 18 kW/m 2 with two different tube diameters, 4 and 6 mm. It shows that the heat transfer coefficients of the 4 mm tube are twice those of the 6 mm tube. In addition, the trends of the heat transfer coefficients are totally different. As both diameters are in the range of macro scale, it is surprising that the diameter has such a big effect on the heat transfer values and trends. Hence, in summary, there is still not a clear view of why CO2 data do not conform to conventional trends and also differ widely from one study to another.
It is difficult to explain the experimental results in some studies at low temperatures. So far, there are several studies of CO2 at low temperatures in the literature but still very limited information available. Bredensen et al. [28] performed the boiling heat transfer experiments with CO2 at temperatures of -10°C and -25°C. The experimental results show the heat transfer coefficient increases with vapor quality until dryout, which is opposite to the trend of their data at 0°C. Knudsen and Jensen [29] measured flow boiling heat transfer coefficients of CO2 in a horizontal tube of diameter 10.06 mm at the saturation temperatures of -28°C and -30°C. Their boiling heat transfer coefficients are much lower than others' data. Zhao and Bansal [30] presented experimental heat transfer data at -30C. Park and Hrnjak [4] showed the heat transfer coefficients in a 6.1 mm inner diameter tube at -30 and -15 C for various mass fluxes and heat fluxes. Quite big differences among these data are found. It is difficult to explain why there are such big differences although the test conditions are similar. Considering the big differences among the available data, it is recommended that more and accurate experimental data at low temperatures are needed by careful and well designed experiments. Furthermore, empirical heat transfer methods do not capture the parametric trends in dryout and mist flow regimes and cannot explain the physical mechanisms although they predict some data well in some cases. Therefore, an improved heat transfer model based on flow regimes for flow boiling is needed, but first accurate experimental data under wide test conditions are needed. Regarding the flow boiling heat transfer mechanisms, high reduced pressures and low surface tensions for CO2 compared to conventional refrigerants have major effects on nucleate boiling heat transfer characteristics. Previous studies have suggested a clear dominance of nucleate boiling heat transfer even at very high mass flux. Therefore, CO2 has much higher heat transfer coefficients than those of conventional refrigerants at the same saturation temperature and the available heat transfer correlations generally underpredict the experimental data of CO2. In addition, previous experimental studies have demonstrated that dryout trends occur earlier at moderate vapor qualities in CO2, particularly at high mass flux and high temperature conditions. However, it is difficult to explain the available boiling data at low temperatures according to these mechanisms although nearly all these studies pointed to nucleate boiling dominant mechanism with respect to their data. From the physical properties at low temperatures, it seems that these heat transfer behaviours should be similar to those at high saturation temperatures but they are not indeed. Thus, understanding of the two-phase flow and heat transfer characteristics of CO2 at low temperatures is essential. Furthermore, for flow boiling in enhanced tubes, Koyama et al. [32] conducted experiments on flow boiling in a smooth copper tube and in a micro-fin copper tube at 5.3C. From their results, the heat transfer coefficients are only slightly higher than in the microfin tubes with a slight pressure drop increase as well. In this case, microfin tubes are not appropriate for CO2. Cho and Kim [33] conducted experimental studies of CO2 for micro-channels and their data show that the average evaporation heat transfer coefficients ware 150 to 210 % higher than those of smooth tubes. The increase of pressure drop was much lower than the heat transfer increase. So far, only limited studies of CO2 flow boiling in micro-fin tubes are available. Whether they significantly enhance CO2 flow boiling heat transfer or not is still unclear due to the lack of such information.
According to then overall review of evaporation heat transfer and two-phase flow of CO2 by Thome and Ribatski [4] , none of the available prediction methods was able to predict the experimental data of CO2 well. Therefore, they suggested that a new evaporation heat transfer prediction method should be developed and the evaporation heat transfer model should include the CO2 effects on the annular to dryout and dryout to mist flow transitions in order to more accurately predict heat transfer coefficients at moderate/high vapor qualities. In response, Cheng et al. [16, 17] proposed a new flow pattern map and a new evaporation heat transfer model based on the flow patterns for CO2 evaporating inside horizontal tubes. The flow map and flow pattern based mechanistic heat transfer model were developed by modifying the methods of Wojtan et al. [34, 35] , which is an updated version of the Kattan-Thome-Favrat [36] [37] [38] flow pattern map and evaporation heat transfer model which were developed for five conventional refrigerants. The Cheng et al. related the flow patterns to the corresponding evaporation heat transfer mechanisms for CO2, thus, different from the numerous empirical models, such as the correlations of Chen [40] , which do not include flow pattern information. In fact, some of these correlations predicted the data well to some extent but fail to capture the parametric trends, or ignore the dryout and mist flow regimes which are typical working conditions for CO2 evaporating in horizontal channels. The model reasonably predicts the database and it covers channel diameters found in most CO2 evaporation applications. However, their model is limited by its parameter ranges from being applicable to some important applications, for example, the mass velocity ranges from 50 to 1500 kg/m 2 s in CO2 automobile air conditioning systems and other thermal systems. In addition, the heat fluxes in some applications go beyond the maximum value in the Cheng-et al. evaporation heat transfer model. Furthermore, the model does not extrapolate well to these conditions. In addition, the heat transfer model does not include heat transfer methods for CO2 in mist flow and bubbly flow regimes due to the lack of the experimental data in these regimes, which were not available at that time. Therefore, it is necessary to update the heat transfer model for CO2 to cover a wider range of conditions and these flow regimes and an updated version of the Cheng et al. evaporation model was developed [18] . A flow pattern based two-phase pressure drop model was also needed for CO2 was developed by Cheng et al. [19] as well.
A General Gas-Liquid Two Phase Flow Pattern Map for CO2 Evaporating inside Tubes
Flow patterns are very important in understanding the very complex two-phase flow phenomena and heat transfer trends in evaporation heat transfer [7, 8, [11] [12] [13] [14] [15] [16] [17] [18] [19] . To predict the local flow patterns in a channel, a flow pattern map is used. In fact, successful flow pattern based evaporation heat transfer and two-phase frictional pressure drop models [38-39, 41-46, 50, 51] have been proposed in recent years. Over the past decades, many flow pattern maps have been developed to predict twophase flow patterns in horizontal tubes [13, 15] . Most were developed for adiabatic conditions and then extrapolated by users to diabatic conditions, thereby creating big discrepancies [41] [42] [43] . For this reason, a number of diabatic flow pattern maps related to the corresponding heat transfer mechanisms have been developed [38] [39] . However, none of these is applicable to CO2 evaporation in horizontal tubes because the two-phase flow characteristics of CO2 evaporation are greatly affected by the very high reduced pressures and low surface tensions of CO2. In addition, the very low viscosities of CO2 at high reduced pressures may affect the two-phase pressure drop greatly.
Cheng et al. [18, 19] proposed a new flow pattern map and a new general evaporation heat transfer model, flow pattern map and two-phase frictional pressure drop model for CO2 in macro-and micro-scale channels to meet the wide range of parameters used in practical applications. The details of the flow pattern map are presented in this section and the evaporation and two phase pressure drop models are respectively presented in the following sessions. The physical properties of CO2 have been obtained from REFPROP version 6.01 of NIST [39] . The flow pattern map is intrinsically related to the evaporation heat transfer model and the two phase frictional pressure drop model.
For non-circular channels, equivalent diameters rather than hydraulic diameters were used in the flow pattern map [16-19, 44, 45] as
Using the equivalent diameter gives the same mass velocity as in the non-circular channel and thus correctly reflects the mean liquid and vapor velocities, something using hydraulic diameter in a two-phase flow does not. In the updated CO2 flow pattern map, several new features were developed as compared to the Cheng et al. flow pattern map [16, 18] :
(1) Combining with the updated flow boiling heat transfer model for CO2, the annular flow to dryout region (A-D) transition boundary was further modified so as to better fit the sharp changes in flow boiling heat transfer characteristics for higher mass velocities; (2) Based on experimental heat transfer data, a new criterion for the dryout region to mist flow (D-M) transition was proposed; (3) Bubbly flow occurs at very high mass velocities and very low vapor qualities and a bubbly flow pattern boundary was integrated into the map to make it more complete.
The intermittent to annular flow (I-A) transition boundary is calculated with the Cheng et al. criterion [26, 27] :
Then, the transition boundary is extended down to its intersection with Gstrat.
The annular flow to dryout region (A-D) transition boundary is calculated with the new modified criterion of Wojtan et al. [34] based of the dryout data of CO2:
  
which is extracted from the new dryout inception equation by Cheng et al. [16] : 
The dryout region to mist flow (D-M) transition boundary is calculated with the new criterion developed in this study based on the dryout completion data for CO2:
 
which is extracted from the dryout completion (which means the wall remains completely dry) equation developed in this study by solving for GM from: 
The intermittent to bubbly flow (I-B) transition boundary is calculated with the criterion which arises at very high mass velocities and low qualities [36] [37] [38] :
Gashe [47] conducted an experimental study of CO2 evaporation inside a 0.8 mm diameter rectangular channel for various mass velocities and observed flow patterns by flow visualization as well. The updated CO2 flow pattern map was compared to his observations. It should be mentioned here that different names for the same flow patterns are used by different authors. Gasche in particular used the definition of plug flow, which is an intermittent flow in our flow pattern map. Just to show one example, Figure 20 shows the observed flow patterns of CO2 by Gashe for Deq = 0.833 mm (equivalent diameter is used here for the rectangular channel). It should be mentioned that the observed slug/annular flow of Gashe is counted as an annular flow in the updated flow pattern map. From the photographs in Fig. 4 , it seems that the annular flow is the predominant flow in the slug/annular flow defined by Gashe. The observations (3) and (4) are near their correct regimes, especially by the typical flow pattern map standards. Statistically, 82% of the total 28 flow pattern data of Gashe [47] are identified correctly by the updated flow map, or more specifically, 75% of the intermittent flows and 88% of the annular (slug/annular flow) flows [47] . The updated CO2 flow pattern map thus predicts the flow patterns observed by Gasche rather well. The lack of other new data in the literature should justify future experimental studies to obtain more. Furthermore, it is commonly understood that flow pattern transitions do not occur abruptly but over a range of conditions to complete the transition from one stable regime to the other, whereas transition lines on a map only represent the probable "centerline" of this transition range. With the limited data available for CO2 at this point, predicting the "width" of a transition zone around the transition line is not yet feasible, but it should be a good topic for future research. 
A General Flow Pattern Based Evaporation Heat Transfer Model for CO2
A general updated general evaporation heat transfer model was developed by modifying the Cheng et a. [16, 17] flow boiling heat transfer model [18, 19] . By incorporating the updated new flow pattern map in the above section, the new heat transfer model is physically related to the flow regimes of CO2 evaporation, and thus correspondingly the new model has been extended to a wider range of conditions and to include new heat transfer methods in mist flow and bubbly flow regimes. The proposed new general flow boiling heat transfer model predicted reasonably well an extensive experimental database derived from the literature.
To develop a general evaporation heat transfer prediction method, it is important that the method is not only numerically accurate but that it also correctly captures the trends in the data to be useful for heat exchanger optimization. Most importantly, the evaporation heat transfer mechanisms should be related to the corresponding flow patterns and be physically explained according to flow pattern transitions. Besides significantly extending the range of the heat transfer database here, several new modifications were implemented in the updated general evaporation heat transfer model and will be presented below. Changes to the flow pattern map also have an effect on the heat transfer model: the new dryout inception vapor quality correlation (Eq. (5)) and a new dryout completion vapor quality correlation (Eq. (5)) are used to better segregate the data into these regimes, which have sharply different heat transfer performances. Accordingly, the evaporation heat transfer correlation in the dryout region was updated. In addition, a new mist flow heat transfer correlation for CO2 was developed based on the CO2 data and a heat transfer method for bubbly flow was adopted for completeness sake. With these modifications, a new general evaporation heat transfer model for CO2 was developed to meet a wider range of conditions and to cover all flow regimes [18, 19] .
The general equation for the local flow boiling heat transfer coefficients htp in a horizontal tube is expressed as [36] [37] [38] :
where dry is the dry angle defined in Fig. 5 . The dry angle dry defines the flow structures and the ratio of the tube perimeter in contact with liquid and vapor. In stratified flow, dry equals the stratified angle strat [16] . In annular (A), intermittent (I) and bubbly (B) flows, dry = 0. For stratified-wavy flow, dry varies from zero up to its maximum value strat. Stratified-wavy flow has been subdivided into three subzones (slug, slug/stratified-wavy and stratified-wavy) to determine dry. The Cheng et al. [16] nucleate boiling heat transfer suppression factor S for CO2 is applied to reduce the nucleate boiling heat transfer contribution due to the thinning of the annular liquid film: The convective boiling heat transfer coefficient hcb is calculated with the following correlation assuming an annular liquid film flow from the original model [16, 38] :
The heat transfer coefficient in the dryout region is calculated by a linear interpolation proposed by Wojtan et al. [35] . A heat transfer model for bubbly flow was added to the model for completeness sake. In the absence of any data, the heat transfer coefficients in bubbly flow regime are calculated by the same method as that in the intermittent flow. Eq. (9) is used to calculate the local flow boiling heat transfer coefficients. In bubbly (B) flow, the dryout angle dry = 0.
The updated general flow boiling heat transfer model was compared to an extensive database [19] . Just to show one example here, Figure 6 (a) shows the comparison of the predicted flow boiling heat transfer coefficients to the experimental data of Yun et al. [25] and Figure 6(b) shows the corresponding flow map. The updated general flow boiling heat transfer model not only captures the heat transfer trends well but also predicts the experimental heat transfer data well. As it is harder to predict (and harder to accurately measure) heat transfer data in the dryout and mist flow regimes, the updated general heat transfer model does not always predict the experimental data in these two flow regimes satisfactorily. Some examples of such comparisons can be found in [19] .
(a) (b) In further analysis, comparisons have also been made by classes of flows, i.e. the predictions versus all the heat transfer data excluding dryout and mist flow data (essentially the all wet perimeter data), versus all dryout heat transfer data (the partially wet perimeter data) and versus the mist flow data (all dry perimeter data) [19] . The statistical analysis has shown the following fraction of the database are predicted within ±30%: 71.4% of the entire database (1124 points), 83.2% of the all wet wall data points (773 points), 47.6% of the partially wet wall data points (191 points) and 48.2% of the all dry wall data points (160 points) [19] . Overall, the updated general flow boiling heat transfer model predicts the overall database quite well. However, for the dryout and mist flow regimes with partially or all dry perimeters, the heat transfer model is only partially satisfactory. For these last two regimes, many of the experimental data sets have a level of scatter ranging up 40% themselves. In part, the larger errors are due to the very sharp change in trend in these data with vapor quality, where an error of a 2-3% in vapor quality in the energy balance of the experiments or in the prediction of xdi and/or xde immediately results in a heat transfer prediction error of 50%. Therefore, more careful experiments are needed in these two regimes to provide more accurate heat transfer data, with attention to also determine the transitions xdi and xde, because they are typical working conditions in the micro-scale channels of extruded multi-port aluminum tubes used for automobile air-conditioners that operate over a wide range of mass velocities up to as high as 1500 kg/m 2 s. Figure 7 shows simulation of the updated flow pattern map and flow boiling model for CO2 at the indicated conditions, superimposed on the same graphs by Cheng et al. [51] . The process path for the vapor quality variation from x = 0.01 to x = 0.99 is shown as the horizontal broken line (dash-dot line) while the variation in the heat transfer coefficient as it changes vapor quality and flow pattern is depicted by the dashed line. The flow pattern boundaries are in solid lines. The line (dash line with arrows) indicates the calculated heat transfer coefficient at the indicated mass velocity and vapor quality. Notice the various changes in trends in the heat transfer coefficient as this occurs. For example, when the flow regime passes from annular flow into the dryout regime, there is a sharp inflection in the heat transfer coefficient as the top perimeter of the tube becomes dry. A number of existing studies have confirmed that the Cheng et al. [16] [17] [18] [19] CO2 flow boiling heat transfer model has favorably predicted their experimental data [54] [55] [56] . Th prediction of flow boiling heat transfer is a big challenge depending of the various fluids and conditions [52] . In particular, the microchannel effects become significant and need to be well understood [53] .
Simulations of CO2 Thermal Systems Using the Cheng et al. Models
The Cheng et al. flow pattern based evaporation heat transfer and two phase frictional pressure drop models for have been widely used for simulations of CO2 refrigeration, air-conditioning and heat pump systems by a number of researchers [61] [62] [63] [64] [65] . For example, in order to improve the system performance of the CO2 heat pump, it is necessary to develop an optimum design and a control method for the CO2 heat pump water heater. Yamaguchi et al. [62] have developed a highprecision and general-purpose system simulation model for the CO2 heat pump water heater and investigated the validity of the model with detailed experiments. Figure 8 shows the system flow diagram of the CO2 heat pump water heater in their study This system consists of a gas cooler, an evaporator, an internal heat exchanger, a compressor, and an expansion valve. In the internal heat exchanger, the refrigerant from the evaporator cools the refrigerant that flows in from the gas cooler, and then flows into the compressor, where its pressure and temperature are increased. The heated refrigerant then flows into the gas cooler, where it heats up the supplied water. Subsequently, it flows into the internal heat exchanger and is expanded by the expansion valve. Finally, the refrigerant flows into the evaporator. In the evaporator, the refrigerant absorbs heat from the ambient air, after which it flows back to the internal heat exchanger. In this system, a cross-finned tube heat exchanger with smooth plate fins is adapted for use in the evaporator as shown in Fig. 8 . A cross-finned tube heat exchanger with smooth plate fins is adapted for use in the evaporator in the heat pump system as shown in Fig. 9 . In the development of their model, the local heat transfer coefficient and two phase frictional pressure drop inside the tubes are calculated using the Cheng et al. flow pattern based evaporation heat transfer model [18, 19] . This models were developed specifically for CO2 to predict the evaporation heat transfer coefficient and the two phase frictional pressure drop on the basis of the flow pattern map for CO2. They also considered the oil effect on the performance. In comparison of predicted and measured values, it is confirmed that the predicted values are in good agreement with the measured values totally. For evaporator, the results show good agreement between the measured and predicted heat transfer rate. This means that the Cheng et al. models work well in this study. The maximum difference between the predicted and measured COP is 5.4%, and the average difference is 0.9%.
Considering the actual heat transfer processes of heat exchangers and characteristics of components adopted in the cycle of air-source trans-critical CO2 heat pump water heater system, Wang et al. [63] conducted simulation for the heat pump cycle. In their simulation model, the Cheng et al. flow pattern based evaporation model was adopted in the evaporator model in their simulation. It shows good agreement with the experimental results. Faria et al. [64] investigated of the behaviour of the solar evaporator and expansion valve assembly of a transcritical CO2 heat pump in transient and steady conditions. The dynamic behaviour of systems using CO2 as a refrigerant is significantly influenced by the dynamics of the heat transfer mechanisms. The solar evaporator model is based on the equations of conservation of mass, momentum, and energy. The model validation is realized by comparing simulation results with the Cheng et al. models and the experimental data. The model is a useful tool for analysing the behaviour in transient and steady conditions simulating various operating conditions of the heat pump including solar radiation, ambient temperature, wind speed and atmospheric conditions. Yang et al. [65] investigated experimentally a prototype of combined R134a and transcritical CO2 heat pump. The experimental results demonstrated that the combined system could operate reliably and supply stable temperature hot water over a wide range of ambient temperatures and feed water temperatures. The experimental results also showed that ambient temperature had a large effect on the system performance. Furthermore, they investigated the improvement of the combined system in comparison to the standard transcritical CO2 heat pump, a simple mathematical model was developed and validated by the experimental data. The comparison results showed that the combined system could offer higher system COP at experimental ambient and feed water temperatures. In their evaporator model, the Cheng et al. models were used in the simulations. In general, the Cheng et al. flow pattern-based evaporation heat transfer and two-phase pressure drop models [16] [17] [18] [19] show good agreement with the experimental data in the existing studies when used in modeling the evaporators in these systems.
As an excellent coolant, CO2 may be used in electronic cooling [5] , two-phase thermosyphon loop [66, 68] and evaporative CO2 cooling system for the upgrade of the CMS pixel detector [69] etc. Furthermore, new applications with CO2 in various thermal systems with microscale channel evaporators should be further explored to improve the energy efficiency and environmental safe. According to the existing studies, it has confirmed that the Cheng et al. models favourably predict the evaporation heat transfer, two phase pressure drop and flow patterns in heat exchanger tubes. This also means that the mechanistic models relating the flow patterns to the corresponding heat transfer coefficients and two phase pressure drops are promising methods. Therefore, more accurate flow pattern observations and heat transfer and pressure drop experimental data under a wide range test conditions are still needed. Furthermore, understanding the oil effects on the two phase flow and heat transfer of CO2 and relevant practical models are also needed [61, 67] . New thermal and energy systems should also be targeted to extend the applications of CO2 in industry.
Concluding Remarks
A general CO2 two-phase flow patterns and models of CO2 evaporation heat transfer and two phase frictional pressure drops in macroscale-and microscale-channels and their applications in modeling and designing CO2 evaporators in refrigeration, air-conditioning and heat pump systems are presented. The available experimental studies are analysed at first. Then, the Cheng et al. models of two-phase flow pattern map for CO2 evaporation, flow pattern-based flow boiling heat transfer are presented. Furthermore, modeling of CO2 evaporation and simulation/design of CO2 evaporators are reviewed and analysed. The research needs in the future are identified. Finally, CO2 evaporator design and selection are presented for the practical application. The main conclusions are summarized as follows:
(1) According to comprehensive literature review, the available experimental results have shown different evaporation heat transfer and two-phase flow characteristics of CO2 at high and low reduced pressures. The evaporation heat transfer and two-phase flow of CO2 at saturation temperatures ranging from 0 to 25C show different characteristics from those of conventional refrigerants due to the significant differences in thermal physical and transport properties. CO2 has much higher evaporation heat transfer and much lower two phase frictional pressure drops than other low-pressure refrigerants such as R134a and ammonia etc. The evaporation heat transfer mechanisms are the dominance of the nucleate boiling at low/moderate vapor qualities prior to dryout and the occurrence of dryout in CO2 at relatively lower vapor qualities than conventional refrigerants. Furthermore, the effect of the saturation temperature on the evaporation heat transfer coefficient is more noticeable. At high saturation temperatures, the nucleate boiling mechanism is more pronounced at low vapor qualities. (2) The experimental data from the different independent studies show somewhat different evaporation heat transfer trends at similar test conditions. It is difficult to explain the differences at similar conditions or the parameter effects on the evaporation heat transfer behaviors according to the physical mechanisms. This might be caused by large measurement uncertainties. Therefore, more accurate experimental data are needed for CO2 evaporation in both macro-and micro-channels through well designed test facilities and careful experiments. In particular, a wide range of test conditions should be designed to meet the practical needs in industry. (3) Overall, the Cheng et al. general flow pattern map and flow pattern based evaporation heat transfer model for CO2 reasonably predicts the observed flow patterns and experimental heat transfer coefficients in the literature and also capture properly the parametric trends. However, for the dryout and mist flow regimes with partially or all dry perimeters, the heat transfer model is only partially satisfactory. Therefore, more careful experiments are needed in these two regimes to provide more accurate heat transfer data, with attention to also determine the transitions xdi and xde, because they are typical working conditions in the micro-scale channels of extruded multi-port tubes used for refrigerant, automobile air-conditioning and refrigeration systems that operate over a wide range of mass velocities up to as high as 1500 kg/m 2 s. (4) The Cheng et al. flow pattern based CO2 two-phase flow pressure drop model predicts the CO2 pressure drop database better than the existing methods. Due to the very few and less accurate experimental data in micro-scale channels currently available, it is suggested that additional, more accurate experimental CO2 pressure drop data be obtained to further test or improve the model in the future. (6) As an excellent working fluid, CO2 has also been investigated in other practical applications such as electronic chips cooling, evaporative CO2 cooling system for the upgrade of the CMS pixel detector and potential for renewable energy and power generation. Therefore, effort should be made to explore new applications of CO2 evaporation in the relevant fields. 
